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Abstract: Entrained air voids can improve the freeze-thaw durability of concrete, and also affect its
mechanical and transport properties. Therefore, it is important to measure the air void structure and
understand its influence on concrete performance for quality control. This paper aims to measure
air void structure evolution at both early-age and hardened stages with the ultrasonic technique,
and evaluates its influence on concrete properties. Three samples with different air entrainment
agent content were specially prepared. The air void structure was determined with optimized
inverse analysis by achieving the minimum error between experimental and theoretical attenuation.
The early-age sample measurement showed that the air void content with the whole size range
slightly decreases with curing time. The air void size distribution of hardened samples (at Day 28)
was compared with American Society for Testing and Materials (ASTM) C457 test results. The air
void size distribution with different amount of air entrainment agent was also favorably compared.
In addition, the transport property, compressive strength, and dynamic modulus of concrete samples
were also evaluated. The concrete transport decreased with the curing age, which is in accordance with
the air void shrinkage. The correlation between the early-age strength development and hardened
dynamic modulus with the ultrasonic parameters was also evaluated. The existence of clustered air
voids in the Interfacial Transition Zone (ITZ) area was found to cause severe compressive strength
loss. The results indicated that this developed ultrasonic technique has potential in air void size
distribution measurement, and demonstrated the influence of air void structure evolution on concrete
properties during both early-age and hardened stages.
Keywords: air void structure; ultrasonic scattering measurement; inverse analysis; transport ability;
compressive strength; dynamic modulus
1. Introduction
As an important phase existing in the concrete, the air void content can significantly affect
the physical properties of concrete, including the compressive strength [1], elastic modulus [2,3],
permeability [4], and long-term freeze-thaw durability [5]. During the concrete construction, the air
void content needs to be properly designed and controlled for appropriate property. Also, the influence
of air void content on the concrete properties development during both early-age and hardened stages
needs to be investigated.
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The ultrasonic scattering method has been used to analyze hardened concrete air void
characteristics by different researchers. For instance, Zhang [6] studied the microstructure evolution
of cementitious material with the ultrasonic methods. Based on the ultrasonic monitoring results,
the influences of mineral admixture type, steel fiber content, and curing temperature on the
microstructure development were discussed. Zhu [7] analyzed the relationships between the ultrasonic
wave speed and the existing air voids in cement paste. Particularly, the air voids can obviously
decrease the compressional wave speed, while the influence of air void content on the shear wave
speed was insignificant. Liu [8] analyzed the early-age concrete microstructure evolution with the
measured ultrasonic pulse speed. The influences of the water/cement ratio, mixtures, and aggregates
gradation on the microstructure were analyzed. Lai [9] applied the ultrasonic surface wave to
detect the honeycomb defects existed in concrete during early stage. The results demonstrated that
the honeycomb can cause obvious spectra dispersion of the surface wave. Punurai [10] analyzed
the volume content of capillary pores and air voids in hardened cement pastes with ultrasonic
measurement. The results were comparable to the traditional petrographic methods based on American
Society for Testing and Materials (ASTM) C457 [11]. Sun [12] employed the log-normal distribution
for the description of air void size distribution, and obtained the inversed air void size distribution
based on the scattering attenuation calculation. Yim [13] quantified the air void size distribution by
ultrasonic attenuation calculation with the Roney equation [14]. The three-dimensional characteristics
of air voids were determined through the inverse analysis, with the result verified by the ASTM C457
test [11]. Guo [15] compared different distribution functions for the description of hardened concrete
air void size distribution. Based on the verification with the ASTM C457 test, the combination of
normal distribution for small air voids and log-normal distribution for large air voids performs better.
Currently, the application of ultrasonic measurements on the air void content evolution during early
stages has not been conducted to the best of the authors’ knowledge.
Besides the application on concrete air void structure analysis, the ultrasonic scattering technique
has also been employed to investigate concrete properties evolution during both early-age and
hardened stages. Boumiz [16] applied ultrasonic measurements to study the properties of early-age
cement pastes and mortars. Particularly, the elastic modulus and Poisson’s ratio were determined
acoustically. Jerome [17] monitored the setting process of mortar samples with the ultrasonic technique.
The shear wave velocity was found more appropriate to determine the final setting time than the
compression wave velocity. The method was further applied on the concrete samples [18], and the
effect of aggregate on the setting process was also analyzed. Subramaniam [19] studied the steel
reinforced concrete with the ultrasonic measurement. The wave reflection factor at the steel–concrete
interface was calculated and its relationship to strength gain was also analyzed. Qixian [20] predicted
the dynamic modulus of concrete with the measured surface wave velocity. The calculated dynamic
modulus was in good accordance with the measured results through the resonance method. Trtnik [21]
proposed the TG (Trtnik Gregor) parameter for the strength gain prediction, which is the peak value
ratio between the high frequency and low frequency range of the transmission signal in the frequency
domain. The TG parameter was found to be strongly linearly correlated to the strength gain during
the first eight hours. The TG parameter also became stable after the first several curing hours; thus,
it cannot be used for the strength gain prediction during the early stages (1–28 days). The ultrasonic
pulse velocity (UPV) has also been used to monitor the hardening behavior. The UPV-based models
were found to be especially suitable for the early age property prediction [22].
The influence of the air void structure on the concrete properties has already been widely
studied [23], but the study on the influence of the air void structure evolution of concrete performance
is relatively limited. Wong [24] studied the influence of entrained air voids on the concrete transport
ability. It is reported that the entrained air void can decrease or increase the concrete transport ability,
depending on saturation level. Gutmann [25] studied the strength loss due to the entrained air bubbles
in concrete. The compressive strength was found to decrease, with [26] analyzing the effect of air
void clustering on concrete strength loss. It is found that the strength loss was mainly caused by the
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total air content, rather than the air void clustering; this is contradictory to the findings of Hover [27].
Currently, research on how the transport ability is evaluated during curing age is limited, and the
effect of air void clustering on compressive strength is still not clear.
This paper aims to monitor the air void structure evolution and the change of concrete properties
during the early-age and hardened stages. Three concrete samples with the same mix design but
different air entrainment agent dosages were prepared. The ultrasonic scattering measurements
were conducted during early-age and hardened stages to detect the air void structure evolution.
The experimental attenuation was obtained based on the wave spectral ratio of the first and the
second transmission waves in the frequency domain. The method is following the former study [15]
on hardened concrete samples by employing the combination of normal and log-normal distribution.
The theoretical attenuation was then calculated with the obstacle scattering theory, by integrating the
pre-determined cement paste, aggregate attenuation, and air void distribution effects. The inverse
analyses were conducted to determine air void distribution parameters by achieving the minimum
error between theoretical and experimental attenuations. The ultrasonic measured air void distribution
was then verified with the ASTM C 457 [11] test results at Day 28. The influence of air void structure
evolution on concrete properties were also evaluated in this study, including transport ability,
compressive strength, and dynamic modulus. The transport ability was evaluated with the electrical
resistivity measurement. The experimental measurements on compressive strength and ultrasonic
parameters were fitted with linear relations at early stages. The dynamic modulus predicted with
ultrasonic parameters was also compared with ASTM C 215 measurement of hardened concrete.
2. Attenuation-Based Ultrasonic Scattering Measurement Method
2.1. Theoretical Attenuation
The obstacle scattering theory built by Ying [28] was applied for the theoretical ultrasonic
scattering calculation. This theory is based on a motion equation, which describes the wave function
in homogeneous solid materials. Particularly, the wave function can be obtained by solving the motion
equation, and represented with the Bessel function. The total energy loss can be obtained by the
integration of the scattered wave and represented as the item scattering cross section γSca. In this
research, both the aggregates and the air voids are considered as spherical obstacles. Then, assuming
the obstacles inside concrete do not interact with each other [12], the total theoretical attenuation can
be depicted as Equation (1).
α f = (1−φ)αa, f + 12
m1
∑
i=1
ni1γScai1, f +
1
2
m2
∑
i=1
ni2γScai2, f (1)
where α f is the total concrete sample attenuation coefficient (Nepper/m); φ is the combined volume
fraction of the air voids and aggregate (%); αa, f is the attenuation coefficient of the viscoelastic cement
paste (Nepper/m); ni1 and ni2 are the numbers of a certain size aggregate and air void per volume
respectively; γScai1, f and γ
Sca
i2, f represent the corresponding scattering cross sections of the aggregate and
air voids respectively.
2.1.1. Attenuation Generated by Cement Paste and Aggregates
The attenuation generated by the cement paste matrix αa, f can be directly measured with
the ultrasonic scattering measurement on the separately prepared cement paste with the same
water/cement ratio. The aggregate size distribution G(ai1) can be determined with the designed
aggregate aggregation. Then, the corresponding amount of a certain size aggregate per unit volume ni
can be deduced as shown in Equation (2). Introducing Equation (2) into Equation (1), the theoretical
attenuation generated by the aggregate can be determined as depicted in Equation (3).
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ni1 =
[[
G(ai1)− G(ai1−1)
]
φ1
]/
4
3
pia3i1 (2)
α f ,aggregate =
1
2∑
m1
i=1
[[
G(ai1)− G(ai1−1)
]
φi1γ
Sca
i1, f
]/
4
3
pia3i1 (3)
where φ1 is the volume fraction of the total aggregate (%); ai1, φi1 and ni1 represent the size, volume
fraction and count per volume of a certain type aggregate; α f ,aggregate is the theoretical attenuation of
the aggregate (Nepper/m).
2.1.2. Attenuation Generated by Air Voids
The normal and log-normal distribution are desirable to characterize the size distribution of
small air voids and large air voids respectively [15]. The combination of the normal and log-normal
distribution function is depicted in Equation (4). The detailed normal and log-normal distributions are
shown as Equations (5) and (6) respectively
f = φ21 × fnorm(rnorm;µnorm,σnorm) +φ22 × flog−norm
(
rlog−norm;µlog−norm,σlog−norm
)
(4)
where f represents the distribution function for the whole air void structure; rnorm, µnorm, σnorm
are the radius of the air void, mean value, and standard deviation of the norm size distribution,
respectively; rlog−norm, µlog−norm, σlog−norm represent the corresponding parameters for the log-normal
distribution. The volume fractions of small air voids and large air voids are φ21 and φ22, respectively
(φ2 = φ12 +φ22).
fnorm(rnorm;µnorm,σnorm) =
(
1/
√
2piσ2norm
)
exp
[
−(rnorm − µnorm)2/2σ2norm
]
(5)
flog−norm
(
rlog−norm;µlog−norm,σlog−norm
)
=
(
1/
√
2piσ2log−norm
)
exp[−
(
ln rlog−norm − µlog−norm
)2/
2σ2log−norm (6)
where fnorm(rnorm;µnorm,σnorm) and flog−norm
(
rlog−norm;µlog−norm,σlog−norm
)
represent the normal
distribution and log-normal distribution separately, and rnorm, µnorm, σnorm are the radius of the air
void, mean value, and standard deviation of the norm size distribution, respectively, while rlog−norm,
µlog−norm, σlog−norm represent those parameters for the log-normal distribution.
Then, the corresponding cumulative function for a certain size air void can be represented as
F2(ai2) through the integration of distribution function f2(ai2). Similar to the analysis of aggregate
attenuation above, the amount of a certain size air void per unit volume ni2 can be deduced as shown in
Equations (7) and (8). Particularly, the air void size distribution function is divided by F2(aN2)− F2(a12)
for normalization, where aN2 and a12 represent the largest and smallest air void size respectively.
φi2 =
[
F2(ai2)− F2(ai2−1)
]
φ2
/[
F2(aN2)− F2(a12)
]
(7)
ni2 =
[
F2(ai2)− F2(ai2−1)
]
φ2
/[
F2(aN2)− F2(a12)
]
4
3
pia2i2 (8)
where φ2 is the volume fractions of the air void (φ1 +φ2 = 1−φ).
Introducing Equation (9) into Equation (1), the total theory attenuation can be linked to the air
voids’ size distribution and aggregate gradation as illustrated in Equation (9).
α f ,airvoid =
1
2
m2
∑
i=1
[
F2(ai2)− F2(ai2−1)
]
φi2γ
Sca
i2, f
/[
F2(aN2)− F2(a12)
]
4
3
pia3i2 (9)
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2.2. Experimental Setup and Experimental Attenuation Measurement
The basic setup for ultrasonic scattering measurement is demonstrated in Figure 1. The two
Olympus 5077 transducers (Olympus Co., Center Valley, PA, USA) are located on the opposite sides of
the concrete specimen (Prepared by the authors in Benedict Lab, Houghton, MI, USA) as the pulser
and receiver separately. The couplant B2 from Olympus (Center Valley, PA, USA) was also used to
mitigate the coupling effect between the specimen surface and ultrasonic transducers. The ultrasonic
wave centered at 500 kHz frequency is applied in this study, which is appropriate for the detection of
the air voids and has been used in the concrete study by different researchers [29,30]. Ultrasonic waves
generated by the excitation voltage can transmit through the specimen and keep being reflected at the
transducer–specimen interface. The wave signal captured by the receiver transducer is recorded by
an oscilloscope (Olympus Co., Center Valley, PA, USA) and displayed on a computer (Dell Co., Round
Rock, TX, USA). Particularly, the first two transmission waves S1(t) and S2(t), as shown in Figure 1,
are used for the experimental attenuation calculation.
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Figure 2. Magnitude spectrum of the cement paste sample ultrasonic results. 
Before  the  investigation  of ultrasonic  attenuation  on  the  concrete  specimen,  the  attenuation 
measurement  from  the  ultrasonic  test  setup was  validated with  a  thin  polymethylmethacrylate 
sample. The sample was placed between the “pulser” and “receiver” transducers, and the couplant 
Figure 1. Demonstration of the ultrasonic scattering measurement of air void size distribution in
concrete samples.
The first and second transmission waves referred to as S1 and S2 were first converted from the
time domain to the frequency domain by Fast Fourier Transform on MATLAB (R2015a, MathWorks
Co., Natick, MA, USA), as shown in Figure 2. It is clear that the amplitude of S2 is significantly reduced
along the whole frequency range compared to the first transmission wave S1. The experimental
attenuation is estimated from Equation (10) proposed by Sears [31]. The irrelevant attenuation caused
by the wave diffraction was eliminated by using the diffraction correlations as shown in Equation (10).
α( f ) =
1
2d
[
ln
(
s1( f )
s2( f )
)
− ln
(
D(s; d)
D(s; 3d)
)]
(10)
where α( f ) is the experimental attenuation of the specimen, which is expressed with wave frequency
f ; d is the specimen thickness; and s1( f ) and s2( f ) are the first and second transmission waves
respectively. D(s; d) and D(s; 3d) are proposed by Rogers and Buren [32], which are the simplified
closed-form expressions for the diffraction correction.
Appl. Sci. 2017, 7, 290 6 of 18
Appl. Sci. 2017, 7, 290    5 of 17 
is recorded by an oscilloscope (Olympus Co., Center Valley, PA, USA) and displayed on a computer 
(Dell Co., Round Rock,  TX, USA).  Particularly,  the  first  two  transmission waves  S1(t)  and  S2(t),   
as shown in Figure 1, are used for the experimental attenuation calculation. 
 
Figure 1. Demonstration of  the ultrasonic  scattering measurement of air void  size distribution  in 
concrete samples. 
The first and second transmission waves referred to as S1 and S2 were first converted from the 
time domain to the frequency domain by Fast Fourier Transform on MATLAB (R2015a, MathWorks 
Co., Natick, MA, USA), as  shown  in Figure 2.  It  is  clear  that  the amplitude of S2  is  significantly 
reduced  along  the  whole  frequency  range  compared  to  the  first  transmission  wave  S1.  The 
experimental  attenuation  is  estimated  from Equation  (10) proposed by  Sears  [31]. The  irrelevant 
attenuation caused by the wave diffraction was eliminated by using the diffraction correlations as 
shown in Equation (10). 
αሺ݂ሻ ൌ ଵଶௗ ሾlnሺ
௦భሺ௙ሻ
௦మሺ௙ሻሻ െ lnሺ
஽ሺ௦;ௗሻ
஽ሺ௦;ଷௗሻሻሿ   (10) 
where  αሺ݂ሻ   is  the  experimental  attenuation  of  the  specimen,  which  is  expressed  with  wave 
frequency  ݂ ;  ݀   is  the  specimen  thickness;  and  ݏଵሺ݂ሻ   and  ݏଶሺ݂ሻ   are  the  first  and  second 
transmission waves  respectively.  ܦሺݏ; ݀ሻ   and  ܦሺݏ; 3݀ሻ   are  proposed  by Rogers  and  Buren  [32], 
which are the simplified closed‐form expressions for the diffraction correction.   
 
Figure 2. Magnitude spectrum of the cement paste sample ultrasonic results. 
Before  the  investigation  of ultrasonic  attenuation  on  the  concrete  specimen,  the  attenuation 
measurement  from  the  ultrasonic  test  setup was  validated with  a  thin  polymethylmethacrylate 
sample. The sample was placed between the “pulser” and “receiver” transducers, and the couplant 
Figure 2. Magnitude spectrum of the cement paste sample ultrasonic results.
Before the investigation of ultrasonic attenuation on the concrete specimen, the attenuation
measurement from the ultrasonic test setup was validated with a thin polymethylmethacrylate sample.
The sample was placed between the “pulser” and “receiver” transducers, and the couplant was
also used to reduce the coupling effect. The first and second transmission waves were recorded
and converted to the frequency spectrum with Fourier transformation for attenuation calculation.
The attenuation was calculated with Equation (10) and the measurement results are shown in Figure 3.
The relationship between ultrasonic attenuation and wave frequency is demonstrated by the fitting
curve of y = 1.725× 10−5 × x + 10.958, where x and y represent the wave frequency (Hz) and wave
attenuation (Np/m), respectively. The transmission speed can also be measured based on the arrival
time of the first transmission signal and the sample thickness. The measured transmission speed
is 2717 m/s; the corresponding attenuation per wavelength can then be calculated as 0.0469 NP.
The results are close to the measured values (2782 m/s and 0.045 NP) in reference [10], and the
published values (2750 m/s and 0.041 NP) in reference [33], which demonstrate the accuracy of
attenuation measurement from this system.
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2.3. Inverse Analysis to Determine Air Void Distribution Functions 
According to Equation (1), the total theoretical attenuation includes the viscoelastic property of 
cement paste and the obstacle effect of the aggregate and air voids. The cement paste prepared with 
the  same water/cement  ratio was measured with  the  same method  as  shown  in  Figure  1.  The 
corresponding  cement  paste  attenuation was  used  as  the  viscoelastic matrix  attenuation  ߙ௔,௙   as 
shown  in Equation  (1). Based on Equation  (6),  the attenuation generated by  the aggregate can be 
calculated with  the  designed  aggregate  gradation.  Then,  the  total  theoretical  attenuation  can  be 
determined and compared with the experimental attenuation estimated from Equation (10). The air 
voids’  size  distribution  parameters  can  be  obtained  by  achieving  the  minimum  error  between 
experimental and theoretical attenuations. 
3. Ultrasonic Measurement of Air Void Distribution in Early‐Age Concrete 
3.1. Sample Preparation and Early‐Age Property Measurement 
Three different types of concrete samples were prepared based on the ASTM C192/C192M‐16a [34] 
during this study. To focus on the influence of the air entrainment agent on the air void structure, the 
samples were  prepared with  the  same mix  design  but  different  air  entrainment  agent  dosages. 
MasterAir AE 200 type air entrainment agent (BASF Co., Florham Park, NJ, USA) was chosen in this 
study.  The  detailed mix  design  for  three  types  of  concrete  are  shown  in  Table  1.  The  volume 
percentage of size three‐quarters (19 mm), one‐half (12.5 mm), three‐eighths (9.5 mm), No. 4 (4.75 mm), 
No.  8  (2.36 mm)  and No.  16  (1.18 mm)  coarse  aggregate  are  5%,  25%,  25%,  20%,  16%  and  9% 
respectively. Particularly, the fine aggregates belong to the No. 8 (2.36 mm) sieve size. After mixing, 
the  specific  gravity  of  each  sample  was  measured  and  used  for  the  air  void  volume  fraction 
calculation based on the ASTM C138 [35]. Then, the fresh concrete was placed into cylinder molds 
(Humboldt Mfg. Co., Elgin, IL, USA) with 10.16 cm (4 in) diameter and 20.32 cm (8 in) height. After 
demolding at 24 h, the concrete samples were submerged into water and cured at room temperature 
Figure 3. The attenuation measurement results with a polymethylmethacrylate material sample. (a) The
magnitude spectrum of the first and second transmission wave after Fourier transformation; (b) The
curve fitting based on the experimentally measured ultrasonic attenuation.
2.3. I verse alysis to eter i e ir oid istrib tio ctio s
ccor i to atio (1), t e total t eoretical atte atio i cl es t e iscoelastic ro ert of
ce e t aste and the obstacle effect of the aggregate and air voids. The cement paste prepared
with the same water/cement ratio was measured with the same method as shown in Figure 1.
The corresponding cement paste attenuation was used as the viscoelastic matrix attenuation αa, f
as shown in Equation (1). Based on Equation (6), the attenuation generated by the aggregate can
be calculated with the designed aggregate gradation. Then, the total theoretical attenuation can
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be determined and compared with the experimental attenuation estimated from Equation (10).
The air voids’ size distribution parameters can be obtained by achieving the minimum error between
experimental and theoretical attenuations.
3. Ultrasonic Measurement of Air Void Distribution in Early-Age Concrete
3.1. Sample Preparation and Early-Age Property Measurement
Three different types of concrete samples were prepared based on the ASTM C192/C192M-16a [34]
during this study. To focus on the influence of the air entrainment agent on the air void structure,
the samples were prepared with the same mix design but different air entrainment agent dosages.
MasterAir AE 200 type air entrainment agent (BASF Co., Florham Park, NJ, USA) was chosen in this
study. The detailed mix design for three types of concrete are shown in Table 1. The volume percentage
of size three-quarters (19 mm), one-half (12.5 mm), three-eighths (9.5 mm), No. 4 (4.75 mm), No. 8
(2.36 mm) and No. 16 (1.18 mm) coarse aggregate are 5%, 25%, 25%, 20%, 16% and 9% respectively.
Particularly, the fine aggregates belong to the No. 8 (2.36 mm) sieve size. After mixing, the specific
gravity of each sample was measured and used for the air void volume fraction calculation based
on the ASTM C138 [35]. Then, the fresh concrete was placed into cylinder molds (Humboldt Mfg.
Co., Elgin, IL, USA) with 10.16 cm (4 in) diameter and 20.32 cm (8 in) height. After demolding at
24 h, the concrete samples were submerged into water and cured at room temperature for 28 days.
Before the tests at each curing age, the samples were first air dried for 12 h to remove the extra water.
Besides the ultrasonic scattering measurement, the compressive strength and electrical resistivity tests
were also conducted at Day 3, 7 and 28. The compressive strength test was conducted based on the
ASTM C39/C39M-16 [36] standard. The bulk electrical resistivity of the concrete sample was measured
with the Rcon2 [37] equipment from Giatec Scientific Co. (Ottawa, ON, Canada). Considering the
transmission ability of the ultrasonic wave, the concrete cylinder was cut with a diamond saw to obtain
slices of around 2.54 cm (1 in) in height for measurement. The selection of thickness partly depended
on the penetration ability of the ultrasonic source; the first two signals will not overlap with each other
at the thickness of 2.54 cm.
Table 1. Lab concrete mixture proportional design for early-age concrete studies.
Sample Cement Content(kg/m3)
Coarse Aggregates
(kg/m3)
Fine Aggregates
(kg/m3)
Water
(kg/m3)
Glass Particle
(kg/m3)
Design
w/c
Air entrainment
Agent (mL/m3)
Type 1 334.6(sg * = 3.15)
1110.7
(sg = 2.75)
666.4
(sg = 2.65) 148.4
74.0
(sg = 2.5) 0.45 0
Type 2 334.6(sg = 3.15)
1110.7
(sg = 2.75)
666.4
(sg = 2.65) 148.4
74.0
(sg = 2.5) 0.45 167.5
Type 3 334.6(sg = 3.15)
1110.7
(sg = 2.75)
666.4
(sg = 2.65) 148.4
74.0
(sg = 2.5) 0.45 335.0
* sg is short for specific gravity.
3.2. Attenuation Measurement of Cement Paste for Different Ages
As mentioned before, the ultrasonic attenuation of the cement paste first needs to be determined
as attenuation for the corresponding viscoelastic matrix in concrete, especially during the early ages.
The cement paste samples with the same water/cement ratio (0.45) as concrete samples were separately
prepared and no air entrainment agent was added during preparation. Then, the air voids in the
separately prepared cement paste are mainly capillary pores due to cement hydration. The attenuation
of cement paste is mainly generated from its viscoelastic property, and the contribution from the
capillary air void structure is limited. The air void structure of the separately prepared cement paste
and that of the cement paste in concrete is different, as the air void structure in concrete can be further
affected by the added air entrainment agent, air voids entrapped by the aggregate, and the existence of
the Interfacial Transition Zone (ITZ) area. Also, due to the relatively small volume fraction (around
Appl. Sci. 2017, 7, 290 8 of 18
25%) of cement paste inside concrete, the influence of the intrinsic capillary air void content of the
cement paste on the concrete air void structure is further limited. The influence of the entrained air
voids, entrapped air voids, and the air voids in the ITZ area on the ultrasonic attenuation, are all
considered during the measurement in this study.
The cement paste properties are highly impacted by the hydration process. In this study, the
ultrasonic scattering measurement was conducted at Day 1, 3, 7, 14, and 28 for both the cement
paste and concrete specimen. The calculated cement paste attenuation on the frequency domain
based on Equation (10) is shown in Figure 4. A parabolic equation was then used for the curve
fitting between the attenuation and corresponding frequency. The fitted equations are depicted as
Equations (11)–(14). These fitted equations served as the background attenuation for further inverse
analysis of the characteristics of concrete air voids. As the center attenuation used in this study is
500 kHz, the signal is more stable during the range of [150, 550] kHz and this range was applied for
the further analysis. It can be observed from Figure 3 that the attenuation of the cement paste matrix
decreased with the curing age on the whole frequency domain.
αa, f = −222.8110e− 6× f 2 + 259.3297e− 3× f + 23.8052 (11)
αa, f = −371.3589e− 6× f 2 + 362.8550e− 3× f − 10.4897 (12)
αa, f = −275.0380e− 6× f 2 + 280.7362e− 3× f − 5.5200 (13)
αa, f = −129.7629e− 6× f 2 + 146.8296e− 3× f + 20.7148 (14)
where f is the frequency range (KHz) and αa, f is the attenuation (Np/m).
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Figure 4. The curve fitting of the early‐age cement paste attenuation with frequency. (a) Curve fitting 
at Day 1; (b) Curve fitting at Day 3; (c) Curve fitting at Day 7; (d) Curve fitting at Day 14. 
3.3. Determination of Air Void Distribution at Early Stages 
The inverse analysis was conducted on MATLAB code by comparing the theoretical attenuation 
and  experimental  attenuation  estimated  based  on Equations  (1)  and  (10)  respectively. The  fitted 
attenuation  equations  for  cement  paste  shown  in  Section  3.2  were  applied  as  the  background 
attenuation  α௔,௙ . The  attenuation  generated  by  the  aggregate were  calculated with Equation  (3), 
depending on the designed aggregate gradation. Based on the description equation for the air void 
size distribution shown as Equation (4), the attenuation generated by air voids can also be determined 
with Equation (9). Combining all these three parts, the total theoretical attenuation can be determined 
and compared with the experimental attenuation determined with the methods mentioned in Section 2.2. 
Three parameters need to be determined for both the small and large air void size distribution: the 
volume  fraction,  average  size,  and  the  corresponding  standard  deviation.  The  air  void  size 
distribution parameters can be obtained by achieving the minimum error between experimental and 
theoretical attenuation. 
The comparison between the experimental and theoretical attenuation in the frequency domain 
for Sample Type 1 was demonstrated in Figure 5, where (a), (b), (c) and (d) depict the comparison at 
Day 1, 3, 7, and 14 respectively. The corresponding inversed air void size distribution and volume 
fraction were  shown  in Figure  6, where  (a) and  (b)  represent  the  change of  the  air void volume 
fraction and evolution of air void size distribution with curing ages. Particularly, the air void volume 
fraction at Day 0 (fresh stage) was measured by the ASTM C138 test, which is in good agreement 
with the ultrasonic scattering measurement results. 
fi - fi
fi ; ( ) fitti t a 7; ( ) rve fit ing at ay 14.
. . t i ti f i i i t i ti t l t
i l i t i t t ti l tt ti
i t l tt ti ti t ti ti l . fitt
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i on the designed ag regate gradation. Based on the descript on equation for the air void size
distribution shown as Equation (4), the a tenuation generated by air voids can also be det rmined with
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Equation (9). Combining all these three parts, the total theoretical attenuation can be determined and
compared with the experimental attenuation determined with the methods mentioned in Section 2.2.
Three parameters need to be determined for both the small and large air void size distribution:
the volume fraction, average size, and the corresponding standard deviation. The air void size
distribution parameters can be obtained by achieving the minimum error between experimental and
theoretical attenuation.
The comparison between the experimental and theoretical attenuation in the frequency domain
for Sample Type 1 was demonstrated in Figure 5, where (a), (b), (c) and (d) depict the comparison at
Day 1, 3, 7, and 14 respectively. The corresponding inversed air void size distribution and volume
fraction were shown in Figure 6, where (a) and (b) represent the change of the air void volume fraction
and evolution of air void size distribution with curing ages. Particularly, the air void volume fraction
at Day 0 (fresh stage) was measured by the ASTM C138 test, which is in good agreement with the
ultrasonic scattering measurement results.Appl. Sci. 2017, 7, 290    9 of 17 
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void size distribution evolution with curing time.
Si ilar to the inv rse n lysis thods us d for S pl Type 1, th inv rs n lysis sults re
conducted for Sa ple Types 2 and 3 separately. The changes of air void volu e fr ctions ith curing
ages are represented in Figures 7a and 8a. Si il r to the results sho n in Figure 6a, the decreasing
trend of the air void volume fraction was observed for all these three samples. Particularly, the air void
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volume fraction change after Day 14 is much slower compared to the volume change during the first
14 days. The corresponding air void size distribution evolution for Sample Types 2 and 3 are shown in
Figures 7b and 8b respectively. The results demonstrate that the volume fraction of both small and
large air voids decrease with the curing ages. As mentioned above, the air void volume fraction was
observed to decrease with curing age. This phenomenon is in accordance with the results that the
air void volume fraction can decrease during hydration age [38], especially on the ITZ area. It is also
clear that the decreasing rate of the air void volume fraction declines with the curing age, which is in
accordance with the cement hydration speed [39].Appl. Sci. 2017, 7, 290    10 of 17 
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with the arrival time of Signal S1(t) and the sample thickness. The calculated ultrasonic transmission 
speeds are shown in Table 2. Similar to the study [21], this study also applied the peak value ratios 
for the strength gain prediction. As shown in Figure 2, the peak value of both the first and second 
transmission waves are located around 500 kHz. Hence, the ultrasonic attenuation value at 500 kHz 
was chosen to represent the change of attenuation with time, as depicted in Table 2.   
Table 2. Properties of concrete samples during the early stages. 
Sample 
Compressive   
Strength (MPa) 
Ultrasonic Transmission 
Speed (m/s) 
Ultrasonic Transmission   
Attenuation at 500 KHz (Np/m)
Electrical Resistivity 
(Ω∙m) 
Day 3  Day 7  Day 28  Day 3  Day 7 Day 28 Day 3  Day 7  Day 28  Day 3  Day 7  Day 28
Type 1  35.8  42.4  48.7  4468.2  4507.8 4612.9 128.1  116.7  105.3  47.3  51.2  57.3 
Type 2  29.0  37.7  45.1  4243.9  4311.7 4488.4 134.7  120.8  112.1  49.1  54.6  75.1 
Type 3  20.1  25.1  30.0  3788.9  3824.1 4024.2 155.0  141.2  129.4  47.5  87.6  116.5 
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i size istrib tio evolution ith curing ti e.
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Figure 8. Air voids evolution for Sample Type 3. (a) Comparison of the air void content measurement
with ultrasonic scattering (at early stages Day 1–28) and the ASTM C138 (Day 0); (b) Air void size
distribution evolution with curing time.
3.4. The Correlation bet een Co pressive Strength and tlrasonic Para eter
Besides the analysis of air void volume shrinkage, the compressive strength gain during early age
can also be possibly investigated with ultrasonic parameters. The cement hydration process can lead
to the increase in concrete stiffness and the decline of viscosity [39]. The rising concrete stiffness means
higher transmission speed. The decreasing viscosity can also generate a drop in cement attenuation,
as demonstrated in Figure 3. In addition, the shrinkage of the air void volume fraction, as depicted in
Figures 6–8, can also lead to higher transmission speed and lower attenuation. Hence, the ultrasonic
transmission speed and attenuation are in positive and negative correlations with the compressive
strength during the concrete early-age. The ultrasonic transmission speed is determined with the
arrival time of Signal S1(t) and the sample thickness. The calculated ultrasonic transmission speeds
are shown in Table 2. Similar to the study [21], this study also applied the peak value ratios for the
strength gain prediction. As shown in Figure 2, the peak value of both the first and second transmission
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waves are located around 500 kHz. Hence, the ultrasonic attenuation value at 500 kHz was chosen to
represent the change of attenuation with time, as depicted in Table 2.
Table 2. Properties of concrete samples during the early stages.
Sample
Compressive Strength
(MPa)
Ultrasonic Transmission
Speed (m/s)
Ultrasonic Transmission
Attenuation at 500 KHz
(Np/m)
Electrical Resistivity
(Ω·m)
Day 3 Day 7 Day 28 Day 3 Day 7 Day 28 Day 3 Day 7 Day 28 Day 3 Day 7 Day 28
Type 1 35.8 42.4 48.7 4468.2 4507.8 4612.9 128.1 116.7 105.3 47.3 51.2 57.3
Type 2 29.0 37.7 45.1 4243.9 4311.7 4488.4 134.7 120.8 112.1 49.1 54.6 75.1
Type 3 20.1 25.1 30.0 3788.9 3824.1 4024.2 155.0 141.2 129.4 47.5 87.6 116.5
The compressive strength analysis, applied to the measured results of all three sample types,
was applied for the correlation analysis to better demonstrate the relationship between ultrasonic
parameters and the strength gain during early stages. The relationship between compressive strength
with ultrasonic speed and attenuation is demonstrated in Figure 9a,b respectively. Both of these
correlations were evaluated with the linear fitting, and the fitted results are demonstrated as
Equations (15) and (16), respectively. The corresponding correlation coefficient between the fitted and
measured results are 93.23% and 98.20%, respectively, which demonstrate that the change of ultrasonic
attenuation is in stronger linear correlation with the strength gain during early stages.
fc = 0.0291× vp − 88.96 (15)
where fc is the compressive strength (MPa) and vp is the ultrasonic transmission speed (m/s).
fc = −0.61× αa, f + 112.59 (16)
where αa, f is the ultrasonic attenuation (Np/m).
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The compressive strength analysis, applied to the measured results of all three sample types, 
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resistivity from Day 7–28 can be mainly generated from the declining connectivity. This result is in
accordance with the air void shrinkage during the curing age, as shown in Figures 6–8. In addition,
the electrical resistivity can also increase with the air entrainment agent dosage as shown in Table 2.
This result demonstrates that the small air voids generated by the added air entrainment agent are
mainly isolated in the cement matrix. The small air voids can serve as an insulator [24], and reduce the
conductivity of concrete.
4. The Air Void Size Distribution and Dynamic Modulus Analysis of the Hardened Stage
In this study, the estimated air void size distribution based on ultrasonic scattering measurement
was compared with the ASTM C457 results for verification at the hardened stage. Further studies on
the prediction of the dynamic modulus of hardened concrete were also conducted.
4.1. Compare Measured Air Void Size Distribution with ASTM C457 at Hardened Stages
The obtained air void size distribution and volume fraction from the ultrasonic scattering
measurement were further compared with the ASTM C457 test on Day 28. The ASTM C457 tests
were conducted with the flatbed scanning methods [41]. The cylinder samples were cut into slabs
(7.62 cm (3 in) × 10.16 cm (4 in)) and the surface was carefully polished with grinder. The surfaces
were then painted with black marker pen and powdered with calcium silicate. The prepared samples
are shown in Figure 10. After processing, the white spots represent air voids existing in concrete
specimens. Comparing these three samples, it is clear that the whitened areas increase with the
added air entrainment agent dosage. To obtain the size distribution and volume fraction of air voids,
the prepared samples were scanned and analyzed with the BubbleCounter [41] embedded in ImageJ
software [42].
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Figure  10.  Scanned  pattern  of  concrete  slabs  from  the ASTM  (American  Society  for Testing  and 
Materials) C457 Test. (a) The scanned results of Sample Type 1; (b) The scanned results of Sample   
Type 2; (c) The scanned results of Sample Type 3d; (d) The demonstration of the Interfacial Transition 
Zone (ITZ) area (Area d)) in Sample Type 1; (e) The demonstration of the ITZ area (Area e)) in Sample 
Type 2; (f) The demonstration of the ITZ area (Area f)) in Sample Type 3. 
The  comparison between  the ultrasonic  scattering measurement  results and  the ASTM C457 
results  is  shown  in  Figure  11a–c,  respectively. The  corresponding  correlation  coefficients  on  the 
whole  size  range  are  88.86%,  96.88%,  and  90.75%  for  Samples  1–3  separately.  The  distribution 
parameters are shown in Table 3. It is clear that the average size and standard deviation for the small 
air voids decrease and  increase  respectively with  the air entrainment agent content. The air void 
fraction obtained with ultrasonic scattering techniques is around 3.4%, 6.8%, and 10.0% for Samples 2–4, 
which are very close to the ASTM C 457 measured values of 3.4%, 6.9%, and 10.1% for tested samples. 
The size distribution of the small air voids (0.1–1.2 mm) are shown in Figure 12, where a–c represent 
the non‐entrained concrete  (Sample Type 1), entrained concrete with  regular entrainment dosage 
(Sample  Type  2),  and  entrained  concrete  with  double  entrainment  dosage  (Sample  Type  3), 
respectively. On  the  range  of  small  air  voids,  the  correlation  coefficient  between  the  ultrasonic 
scattering measurement results and ASTM C457 measured results are 93.98%, 93.75%, and 71.33%, 
for Sample Type 1, 2, and 3,  respectively. The  closeness of both  the  size distributions  curve and 
volume fraction between these two results demonstrates the feasibility of the ultrasonic scattering 
measurement method. 
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The comparison between the ultrasonic scattering measurement results and the ASTM C457
results is shown in Figure 11a–c, respectively. The corresponding correlation coefficients on the whole
size range are 88.86%, 96.88%, and 90.75% for Samples 1–3 separately. The distribution parameters are
shown in Table 3. It is clear that the average size and standard deviation for the small air voids decrease
and increase respectively with the air entrainment agent content. The air void fraction obtained with
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ultrasonic scattering techniques is around 3.4%, 6.8%, and 10.0% for Samples 2–4, which are very close
to the ASTM C 457 measured values of 3.4%, 6.9%, and 10.1% for tested samples. The size distribution
of the small air voids (0.1–1.2 mm) are shown in Figure 12, where a–c represent the non-entrained
concrete (Sample Type 1), entrained concrete with regular entrainment dosage (Sample Type 2), and
entrained concrete with double entrainment dosage (Sample Type 3), respectively. On the range of
small air voids, the correlation coefficient between the ultrasonic scattering measurement results and
ASTM C457 measured results are 93.98%, 93.75%, and 71.33%, for Sample Type 1, 2, and 3, respectively.
The closeness of both the size distributions curve and volume fraction between these two results
demonstrates the feasibility of the ultrasonic scattering measurement method.Appl. Sci. 2017, 7, 290    13 of 17 
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Table 3. Inverse analysis of parameters for combined distributions.
Sample
Small Air Voids Large Air Voids
Total air
Void Content
(%) φ
Volume
Fraction (%) φ1
Average
Size(mm) µnorm
Standard
Deviation σnorm
Volume
Fraction (%) φ2
Average
Size(mm)
µlog−norm
Standard
Deviation
σlog−norm
Sample
Type 1 2 1.2 6.3 × 10
−4 1.4 3.2 3 × 10−7 3.4
Sample
Type 2 5.4 0.8 8 × 10
−4 1.4 2.8 2 × 10−7 6.8
Sample
Type 3 8.6 0.3 1.1 × 10
−3 1.4 3.0 2× 10−7 10.0
As shown in these figures, the volume fractions of both small air voids and large air voids decrease
with the curing age. Particularly, a peak shift from about 1.2 mm to about 0.3 mm can be observed for
small air void distribution from Sample Type 1 to Type 3. In contrast, the peaks of the large air void
distribution are relatively stable among these three samples. Also, the volume fraction of small air
voids increases significantly with the added air entrainment agent, while the volume fraction of the
large air voids is almost the same among these three samples. These differences indicate that almost
all of the air voids introduced by AE 200 air entrainment agent are smaller than 1.2 mm.
4.2. Analysis of Compressive Strength Loss and Air Void Content
As shown in Table 2, the added air entrainment agent can lead to obvious compressive strength
loss. Compared to the Type 1 sample, the compressive strength of Types 2 and 3 samples decrease by
7.39% and 38.40%, respectively. In addition, the air void content of Types 2 and 3 Samples increase
by 3.4% and 6.6% separately, as compared to the Type 1 sample. Hence, for every 1% increase in
air void content, the compressive strength decreases by 2.17% and 5.82% for Types 2 and 3 samples,
respectively. It is reported that the compressive strength loss rate was in the range of [2%, 6%] for a 1%
increase in air void content [26]. Though the strength loss rate of Types 2 and 3 samples are both in
this range, the loss rate of the Type 3 sample is still much higher than the value of the Type 2 sample.
Hence, the correlation between compressive strength and air void content cannot be simply treated as
a linear relationship. It is considered that the air void distribution can affect the compressive strength,
and not only the air void content.
In particular, the distributions of small air voids along the ITZ area are demonstrated in
Figure 10d–f for Type 1, 2, and 3 samples, respectively. It is clear that the ITZ area of the Type 1
sample is relatively dense and small air voids can seldom be detected. Similarly, only limited small air
voids can be found in the ITZ area of the Type 2 sample, as shown in Figure 10e. For the Type 3 sample,
numerous small air voids can be found along the ITZ area as depicted in Figure 10f. The existence of
small air voids in the ITZ area can lead to a weaker bonding strength between the cement paste and
aggregate, which can be the main reason for the severe strength loss in sample Type 3. This finding
demonstrates that clustered air voids can play an important role for the compressive strength loss.
4.3. Dynamic Modulus Analysis with Ultrasonic Parameters on Hardened Samples
The dynamic Young’s modulus of elasticity was usually applied to evaluate the freeze-thaw
durability of concrete [43,44], which can be determined with the resonance frequency based on ASTM
C215-14 [45]. During the resonant frequency tests, the concrete sample supported by the soft plastic
materials was struck with an impactor at the center of one end of the surface, while the resultant signal
was captured by an accelerator on the opposite site. The resonant frequency was then determined with
the captured signal, after which the dynamic modulus can be calculated. In this study, the dynamic
modulus was determined with the longitudinal resonance frequency as shown in Equation (17).
EDynamic = D × M × n2, D = 5.093
(
L
d2
)
for a cylinder and 4
(
L
bt
)
for a prism. (17)
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where EDynamic is the Young’s dynamic modulus of elasticity; M is the concrete mass; n is the measured
resonant frequency; L is the sample length; d is the cylinder diameter; b and t are the cross-section
dimensions of the concrete beam.
The determination of the dynamic modulus with resonance frequency is based on empirical
equations as shown in Equation (17). The dynamic modulus can also be calculated with the sound
speed through a theoretical equation [20,46] as shown in Equation (18).
Ep =
(1+ ϑ)(1− 2ϑ)
(1− ϑ) v
2
pρconcrete (18)
where Ep is the concrete dynamic Young’s modulus; ϑ is the dynamic Poisson’s ratio of concrete; vp is
the longitudinal transverse speed of concrete; ρconcrete is the mass density of concrete samples.
The dynamic Poisson’s ratio of concrete is in the range of [0.21, 0.28] based on reference [20].
Similarly, the average dynamic Poisson’s ratio was determined as 0.24 in reference [47]. Hence, the
Poisson’s ratio chosen as 0.24 is used in this study. The longitudinal ultrasonic wave speed is
determined based on the arrival time of signal S1(t) and the sample thickness. The mass density is
obtained as the sample mass/volume ratio. The longitudinal dynamic modulus can then be determined
with Equation (18). The analyzed dynamic modulus based on Equation (18) was then compared with
the measured results from ASTM C215 in Table 4. The relative error between the predicted and
measured results are all within 5%, which demonstrate the feasibility of this method.
Table 4. Properties of concrete samples during the early stages .
Sample Mass Density atHardened Stage (kg/m3)
Ultrasonic Transmission
Speed (m/s)
Predicted Dynamic
Modulus (GPa)
Measured Dynamic
Modulus (GPa)
Relative
Errors (%)
Type 1 2.30 4612.9 41.5 43.3 4.2%
Type 2 2.23 4488.4 39.2 37.5 1.6%
Type 3 2.16 4024.2 31.6 31.7 0.3%
5. Conclusions
This study analyzed the change of the air void structure and concrete property during the early
stage. The ultrasonic scattering method was applied to measure the air void size distribution and to
analyze the properties of both early-age and hardened concrete. The results were favorably compared
with the ASTM C457 test results for validation. Based on the measured results, the change of the
air void structure during the early age, and its relationship to concrete transport ability and the
compressive strength were also analyzed.
During the early stages, the decreasing trend of the cement paste attenuation can be observed with
the curing ages. The air void volume fraction obtained from the ultrasonic scattering measurement was
found to decrease in both the small and large air void range with the curing ages. These phenomena
are caused by the change in cement paste volume during the continuous hydration process. The results
obtained from the ultrasonic scattering measurement were further verified with the ASTM C 457
test results on Day 28. The correlation coefficient between the ultrasonic scattering back-calculated
values and the ASTM C457 measured results on the whole size range are 88.86%, 96.88%, and 90.75%,
for Sample Types 1–3, respectively. The relatively high correlation coefficients further indicate the
feasibility of the ultrasonic scattering measurement methods.
The electrical resistivity of concrete samples was found to increase with the curing age, which is
in accordance with the air void shrinkage during the hydration process. In addition, the correlation
between ultrasonic parameters and compressive strength was evaluated. The dynamic modulus was
analyzed with the ultrasonic transmission speed, and the results are in good agreement (within 5%
error) with the resonance-measured results. The relationship between the air void content and strength
loss was also analyzed. The clustered air voids along the ITZ area can cause more severe compressive
strength loss.
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This paper provides an ultrasonic scattering method to measure the air void size distribution
and volume fraction during both early-age and hardened stages. The correlation between concrete
properties and ultrasonic parameters was also analyzed. Thus, the ultrasonic techniques can be further
developed to measure concrete air void evolution and property development during early stages for
concrete construction inspection.
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